Notice to Installer: Instructions must remain with installation.

Maintenance

Plastic switch case and stainless sensor leads must be kept clean, free of corrosion, mud, and soap. Clean switches as often as environmental conditions dictate with household isopropyl alcohol. Do NOT use oil-based solvents such as silicone lubricant, penetrating oil, etc. or soap solutions.

© Copyright 2017 Zoeller® Co. All rights reserved.
FIGURE 1  Mounting for 1-1/2" Pipe.

FIGURE 2  Mounting for Other Than 1-1/2" Pipe.

FIGURE 3  Typical Installation of Oil Smart® Pump Switch and Alarm Panel.

FIGURE 4  Typical Installation of Oil Smart® Pump Switch and Alarm Panel.